
State Fire Marshal Division
School Inspection Program

Violation Summary 1/1/2004 - 6/30/2005

Violation

Title

Type of School:

(Ref, Auth, Sec)
Pre-School 

(in K-12)
Elem. 

School Sec. School
Comb. Elem. / 

Sec.
Charter 
School Totals

Number of Buildings Inspected 15 348 295 123 63 844

84 MSFC 605.5 Electrical - Extension Cords 7 192 201 68 36 504
87 MSFC 605.7 Appliances - Not Listed 4 135 139 50 26 354
7 MN Stat. 299.F.18 Combustibles - Statute 2 112 120 46 17 297
32 MSFC 315.2.3 Storage - Mechanical Rooms 3 108 120 36 15 282
37 MSFC 315.2 Storage - Orderly 6 106 113 31 6 262
243 MSFC 1003.3.1.8 Egress - Doors, Unapproved Locks 2 80 119 37 23 261
56 MSFC 510.1 FD Equipment - Signage 3 107 97 25 8 240
231 MSFC 1003.2.10 Egress - Signs Required 0 85 93 51 7 236
146 MSFC 901.6.1 Fire Alarm Systems - Annual Inspection 5 87 64 36 26 218
636 MSFC 901.6 Fire Protection - Ceiling tile 3 55 92 23 8 181
318 MSFC 1011.2 Egress - Obstructions (Existing) 3 63 69 25 20 180
79 MSFC 605.4.2 Elect - Power taps 1 68 65 19 16 169
78 MSFC 605.3 Electrical Equipment - Clearances 1 46 82 26 11 166
297 MSFC 1010.5 Egress - Illumination - Secondary - Existing School 0 42 89 25 6 162
201 MSFC 907.3.2.1 Fire Alarm - Detectors - School (Existing) 2 55 55 34 15 161
45 MSFC 408.3 Fire Drills - Group E 2 67 58 17 14 158
42 MSFC 404 Planning - Fire & Evacuation 1 64 61 15 16 157
115 MSFC 703.2 Fire Sep - Door Obstruct 2 53 70 25 7 157
29 MSFC 315.2.1 Storage - Sprinkler Clearance 1 60 75 15 5 156
31 MSFC 315.2.3 Storage - Electrical Rooms 1 49 71 22 8 151
626 MSFC 604.3.2 Emergency Power - maintenance 2 64 58 10 14 148
3 MN Stat. 299.F.30 Fire Drills - Schools 2 64 45 17 19 147
103 MSFC 703.1 Fire Resistive Construction - Repair (Existing) 1 49 70 17 7 144
86 MSFC 605.6 Electrical - Open Boxes 4 31 67 22 11 135
5 MN Stat. 299.F.18 Combustibles - Beanbag Furniture 2 68 31 22 10 133
250 MSFC 1003.3.1.9 Egress - Panic Hardware 1 35 52 20 18 126
166 MSFC 903.3.3 Sprinkler - Obstruction 1 53 56 10 4 124
80 MSFC 605.4 Elect - Multi-plug not allowed 2 38 52 12 8 112
68 MSFC 603.7 Heating - Unsafe Appliance 3 40 38 21 9 111
30 MSFC 315.2.2 Storage - Exits 1 52 39 14 4 110
141 MSFC 901.4.1 Fire Prot Systems - Maintain 0 33 46 26 3 108
136 MSFC 805.1 Decoration - Suspended Materials, Flame Treat 3 32 44 19 9 107
229 MSFC 1003.2.10 Egress - Exit Signs (Existing) 1 21 49 20 14 105
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